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"J# RECEIVED
lrlr. f€Ivln A. Coonrod,
Coop Mining Company
P. 0. Box 1245
l-t-rntington, Utah W5?8

Dear Mr. Coonrod:

Pennitting and ComPllance OeT 3 I lss$

r-JlVtbrvnr rlf Cli-
GAS & I'IINING

RE: Bear CanYon Mine CulinarY
I'later System

0n July I we received plans for the development of a culinary
water iupply system for the Bear Canyon Mine. By letter dated
July 16; we iequested additional information whieh was sub-
sequently received on September 19. The proiect has been
substantially completed at this time and includes 2'000 feet of
pipeline , two 10, 000 gallon storage tanks I sprr^ng ̂ _ colleetion
works, ind a nunber of taps to feeo varj.ous faeilities and
functions at the mine. The information submitted to date has been
found to basicaly comply with Utahrs tublie Drinking llater
Regulations, therefore the as constructed plans are herebv
apFroved subject to the following conditions:

1. The turbidity of the water must be rechecked, since the
originai analysis indicated 5.8 NTU which exceeds the
maximum limit. If the turbidity does exceed 5.0 NTU
even after careful resampling the source will have to be
abandoned and another source obtained.

2. The reservoirs rnrst have locking devices on their man
access covers

t. The air vents on the reservoir must have No. 14
noneotrodible screens instead of the one-quarter inch
ones shown in the drawings.

I{e have also reviewed the information submitted on your water
source, a spring loeated wlthin a permanently sealed section of
the mine. This 

-lnformation 
appears to be in order except- for the

chemical analyis of the water.' When we have received confirmation
on the turbiiity, ule will be able to consider approval of the
source for introduction into your'public water supply.
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l*tr . Melvin A. Coonrod

This approval
substantial
date of this

October ?J, 1985

constntction has OI ff.'
of thebeen ordered within one

Sincerely t

UTAH SAFE DRII.KING ilATER COMMITTEE

Smith
Secretary
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c: Dave Ariotti
Southeastern District Health Department
Division of 0i1 Gas and Mining ,.."
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